
HOME HARDENING
CLASS B OR C
FIRE-RATED
ROOF COVERING

FILL THIS SPACE WITH A 
NONCOMBUSTIBLE MATERIAL,
SUCH AS A MINERAL WOOL 
INSULATION PRODUCT

KEEP ROOFS CLEAR OF VEGETATIVE
DEBRIS AND INSTALL METAL FLASHING
AT ROOF-TOWALL INTERSECTIONS.

ROOF
SHEATHING

ADDITIONAL
FIRE-RESISTANT LAYER

CLASS A ROOF: METAL ROOF: ROOF EDGES:

COMBUSTIBLE
SIDING

GRAVEL 
GROUND COVER

6-INCH
CONCRETE
FOUNDATION

OUTSIDE

Radiant heat
exposure Warmer, greater 

thermal expansion

Cooler, lower
thermal expansion

Thermal stresses resulting 
in crack propagation from 
the edge of glass is the 
cause of glass breakage

INSIDE
Frame

Frame

Siding

Ledger board

Metal flashing

Minimum 6 inches
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